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30' OC MAX. 30' OC MAX.

5/8" GYPSUM BOARD ON
METAL STUDS (SEE
PARTITION TYPE)

CONTROL JOINT

WRAP FINISH BACK
AT JOINT

SCREW GYPSUM BOARD
TO ONE OF THESE STUDS
ONLY

1/2" GAP
MAX.

5/8" GYPSUM BOARD
ON METAL STUDS (SEE
PARTITION TYPE)

CONTROL JOINT

5/8" TYPE "X" GYPSUM
BOARD

SCREW GYPSUM BOARD
TO ONE OF THESE STUDS
ONLY

30' OC MAX. 30' OC MAX.

1/2" GAP
MAX.

5/8" GAP

2 LAYERS OF 5/8" GYP. BOARD ON 1 5/8"
METAL STUDS BEHIND CABINET, 1 HR
CONSTRUCTION TYP.

3"

5"

COORDINATE HANDRAIL
LOCATIONS

FIRE EXT. W/ RECESSED CABINET

3 5/8" STUD - NON-RATED LOCATIONS

VERIFY RATINGS OF
WALL & CABINET

3"

2"
.

5/8" GYPSUM WALL
BOARD

2" CORNER GUARD
ON BOTH SIDES

VINYL BACK-UP
SHEET

3 5/8" STEEL STUD

VINYL HANDRAIL

CORNER GUARD
(CG1)

DOOR (180 DEGREE
SWING FULLY OPEN)

VINYL HANDRAIL

VINYL HANDRAIL

DOOR FRAME

4 7/8"
.

PLAN AT CORNER

CG2

PLAN AT CORNER

HR @ CG1

PLAN AT DOOR
SWING

HR

PLAN AT DOOR
OPENING

HR
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9"
VERIFY SIZE

4"

PROJECTION SCREEN HOUSING. VERIFY
MOUNTING REQUIREMENTS.

METAL STUD SOFFIT FRAMING AT
16" O.C.

GYPSUM BOARD SOFFIT REFER
TO RCP FOR HEIGHT.

CASING EDGE TRIM.  MAINTAIN
TIGHT EDGE TO SCREEN HOUSING

PROJECTION SCREEN

V
A

R
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PROJECTOR

PROJECTOR BRACKET,
BY MFR.

BRACKET MOUNT, BY MFR -
CENTERED IN APC

GROMMET/ESCUTCHEON AT
ACP CUT & SPLICED ACP NOT
ALLOWED

CEILING PLATE - DETACHABLE
FROM BRACKET MOUNT, BY
MFR.

APPROPRIATE SUPPORT SYSTEM
PROVIDED BY A/V VENDER.

PROVIDE A/V, POWER & DATA
CONNECTION BOX OR CABLE
MANAGEMENT.  GROMMET
CENTERED AT EDGE OF ACP.

1'
-1

0"

4"

METAL STUD FRAMING TO
DECKING ABOVE

A2A
15/16" SUSPENSION CEILING
GRID WALL ANGLE

ACOUSTICAL CEILING
PANEL

EXISTING CONSTRUCTION
ASSEMBLY

EXISTING WINDOW
ASSEMBLY

CORNER BEAD, TYP.
8" 4"

METAL STUD FRAMING TO
DECKING ABOVE

15/16" SUSPENSION CEILING
GRID WALL ANGLE

ACOUSTICAL CEILING
PANEL

EXISTING CONSTRUCTION
ASSEMBLY

EXISTING WINDOW
ASSEMBLY

1'-0 1/2"

CORNER BEAD, TYP.

1'
-1

0"

4" 4" 9" 6 1/2" 8 1/2"

8"

4"

EXISTING WALL
ASSEMBLY

GYPSUM BOARD
BULKHEAD

NEW WINDOW
ASSEMBLY

CORNER BEAD. TYP.
METAL STUD
FRAMING

CONTINUOUS BEAD
OF SEALANT

A2A
2 1/2"

EXISTING WALL
ASSEMBLY

GYPSUM BOARD
CEILING

EXISTING WINDOW
ASSEMBLY

CORNER BEAD. TYP.

METAL STUD
FRAMING

CONTINUOUS BEAD
OF SEALANT

1'
-8

"

4"

1'-0" 1'-0"

WOOD ROOF FRAMING

RESILIENT CHANNELS

5/8" GYPSUM BOARDCONTROL JOINT
W/ SEALANT

ACOUSTICAL CEILING
PANEL

SUSPENSION
CEILING
GRID WALL ANGLE

CORNER BEAD, TYP.

METAL STUD
FRAMING

GYPSUM BOARD

GYPSUM BOARD

4"

GYPSUM BOARD

CORNER BEAD,
TYPICAL

ACOUSTICAL CEILING PANEL

METAL STUD FRAMING

V
A

R
IE

S

V
A

R
IE

S

ACOUSTICAL CEILING
PANEL

SUSPENSION CEILING
GRID WALL ANGLE

SUSPENSION CEILING
GRID WALL ANGLE

ACOUSTICAL CEILING PANEL

SUSPENSION CEILING
GRID WALL ANGLE

CORNER BEAD, TYP.

METAL STUD FRAMING

GYPSUM BOARD

ACOUSTICAL CEILING PANEL

4"

10
"

ACOUSTICAL CEILING PANEL

SUSPENSION CEILING
GRID WALL ANGLE

CORNER BEAD, TYP.
GYPSUM BOARD

METAL STUD FRAMING

CORNER BEAD, TYP.

4" 4"

TRAVERSE SYSTEM RAIL, BY
MFR

GROMMET/ESCUTCHEON AT
CEILING PANEL. CUT &
SPLICED ACP NOT ALLOWED

CEILING PLATE - DETACHABLE
FROM BRACKET MOUNT, BY
MFR.

APPROPRIATE SUPPORT SYSTEM
PROVIDED BY A/V VENDER.

ADJUSTABLE STEEL TUBE
SUPPORT TO BE FASTENED
TO DECK ABOVE.

1.  THESE ANCHORING DETAILS ARE SHOWN AS TYPICAL AND ARE NOT INTENDED TO BE ALL INCLUSIVE.  PROVIDE
WOOD OR STEEL BACKING IN PARTITIONS FOR WALL HUNG ITEMS, SUCH AS WALL CABINETS,BLDGG ACCESS,
BATHROOM ACCESS, SHELVING, DOOR HOLD-OPENS, & STOPS, ETC, INCLUDING NIC, BO, BOF & RE ITEMS.

2.  USE THE FOLLOWING ASSUMED LOADS TO DETERMINE BLKG & FASTENER REQUIREMENTS UNLESS GREATER
LOADS ARE KNOWNS.

A.  DISP, PTC, TPH, MIRRORS, COAT HOOKS, BPG, TOWEL BAR & RING, MOP HOLDER, ASH URN, ETC - USE 100 LB.
B.  HANDRAIL, BUMPER RAILS, - USE 200 LB CONCENTRATED LOAD.
C.  GRAB BARS - USE 250 LB CONCENTRATED LOAD.
D.  WALL CABINETS - USE WEIGHT OF CABINET PLUS 100 LB PER FOOT OF SHELF.
E.  COUNTERTOPS - USE WEIGHT OF COUNTERTOP PLUS 55 LB PER FOOT OF COUNTER.
F.  12" ADJ SHELVES - USE 83 LB PER BRKT.
G.  18" ADJ SHELVES - USE 55 LB PER BRKT.
H.  24" ADJ SHELVES - USE 40 LB PER BRKT.
J.  TV - COORDINATE WITH OWNER.
I.  ROLLERSHADES - SEE SPECS.

NOTES:
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3 5/8" METAL STUDS @ 16"
OC BRACED TO
STRUCTURE ABOVE

5/8" GYP BD

CEILING AS SCHEDULED

CONTINUOUS CORNER
BEAD
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Charlotte, NC 28210
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VA Medical Center
2501 W. 22nd Street, PO Box 5046
Sioux Falls, SD 57117-5046

INTERIOR DETAILS

5-AE504

100% CONSTRUCTION DOCUMENTS

Acute Inpatient Medical Unit Addition
and Renovation

Sioux Falls VA Health Care System
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 3" = 1'-0"1A
WALL CONTROL JOINT

 3" = 1'-0"2A
WALL CONTROL JOINT - 1HR

 1 1/2" = 1'-0"1C
FE CABINET

 3" = 1'-0"2C
HANDRAIL AND CORNERGUARD DETAILS

 1 1/2" = 1'-0"4A
A-113-02 PROJECTION SCREEN DETAIL

 1 1/2" = 1'-0"6A
PROJECTOR MOUNT DETAIL

 1 1/2" = 1'-0"1F
PATIENT RM BULKHEAD DETAIL 1

 1 1/2" = 1'-0"3F
PATIENT RM BULKHEAD DETAIL 2

 1 1/2" = 1'-0"7F
PATIENT RM BULKHEAD DETAIL 3

 1 1/2" = 1'-0"5F
PATIENT RM SOFFIT DETAIL 2

 1 1/2" = 1'-0"7A
CLNG CONTROL JOINT DETAIL

 1" = 1'-0"2D
BULKHEAD DETAIL 5

 1" = 1'-0"1D
BULKHEAD DETAIL 4

 1" = 1'-0"3D
BULKHEAD DETAIL 6

 1" = 1'-0"5D
BULKHEAD DETAIL 7

 1 1/2" = 1'-0"8A
PATIENT LIFT MOUNT DETAIL

 3" = 1'-0"7C
BLOCKING DETAIL

 1 1/2" = 1'-0"8D
SOFFIT DETAIL A - BULKHEAD
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